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NOTE: LocATION AND LEVELS OF ALL EXISTING
SERVICES AND PROPOSED STORMWATER OUTLETS TO
BE CONFIRMED ON SITE BY THE CONTRACTOR PRIOR TO
THE COMMENCEMENT OF WORKS. IT IS THE
CONTRACTOR'S RESPONSIBILITY TG PERFORM A "BEFORE
YOU DIG’ SEARCH AND CARRY OUT ALL INVESTIGATIONS
REQUIRED TO SATISFY THEMSELVES OF THE LOCATION
OF EXISTING SERVICES. ANY POTENTIAL CONFLICTS
SHALL BE REPORTED TG THE SUPERINTENDENT.

WH&S NOTE:

ALL CONSTRUCTION WORK SHALL COMPLY WITH
THE REQUIREMENTS OF THE QUEENSLAND WGRK
HEALTH AND SAFETY ACT 2011. CONTACT THE
DIVISION OF WORKPLACE HEALTH AND SAFETY
QUEENSLAND FOR INFORMATION.

TEL: 1300 362 128  WEB: www.worksafe.qld.gov.au

WATER NOTES
1,

ALL WATER MAINS TO BE LOCATED 2.05m ALIGNMENT OFFSET FROM PROPERTY
BOUNDARIES UNLESS SHOWN OTHERWISE.
THIS DRAWING IS TO BE READ IN CONJUNCTION WITH TOWNSVILLE CITY COUNCIL
STANDARD DRAWINGS (WATER).
ALL uPVC MAINS TG BE SERIES 2, PN16 TO AS/NZS 1477 RUBBER RING JOINTED,
WITH SOCKETED D.I.C.L. FITTINGS UNLESS NOTED OTHERWISE.
CONNECTION TG EXISTING WATER MAINS TO BE CARRIED OUT BY TOWNSVILLE CITY
COUNCIL AT THE CONTRACTGR'S COST.
CONTRACTOR TO VERIFY ALL UNDERGROUND SERVICES WITH THE RELATIVE
AUTHORITIES PRIOR TO ANY EXCAVATION.
WHERE REQUIRED uPVC WATER MAINS SHALL BE DIVERTED UNDER STORMWATER
LINES BY WAY OF 4x45° BENDS OR BY PIPE DEFLECTION IN @63 POLY PIPE.
WATER SERVICE TO BE CONSTRUCTED IN ACCORBANCE WITH MACKAY COUNCIL STD.
DWG. A3-00840 TYPICAL SECTION WITH MAIN UNDER CONCRETE FOOTPATH. CAPPED
END OF 32 DIA POLY TO TERMINATE 300MM BELOW GROUND LEVEL, WITH A WATER
MARKER CONNECTED TO THE END AND ATTACHED TG A 50x25mm HARDWOOD STAKE
600MM LONG INSTALLED 300mm TO MARK LOCATION.
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WATER NOTES
1,

ALL WATER MAINS TO BE LOCATED 2.05m ALIGNMENT OFFSET FROM PROPERTY
BOUNDARIES UNLESS SHOWN OTHERWISE.

2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH TOWNSVILLE CITY COUNCIL LAYGOUT PLAN
STANDARD DRAWINGS (WATER). T SCALE 1500 (A}

3 ALL uPVC MAINS TO BE SERIES 2, PN16 TO AS/NZS 1477 RUBBER RING JOINTED, :
WITH SOCKETED DCL. FITTINGS UNLESS NOTED OTHERWISE.

4 CONNECTION TG EXISTING WATER MAINS TO BE CARRIED OUT BY TOWNSVILLE CITY
COUNCIL AT THE CONTRACTOR'S COST.

5. CONTRACTOR TO VERIFY ALL UNDERGROUND SERVICES WITH THE RELATIVE
AUTHORITIES PRIOR TO ANY EXCAVATION,

6. WHERE REQUIRED uPVC WATER MAINS SHALL BE DIVERTED UNDER STORMWATER
LINES BY WAY OF 4x45° BENDS OR BY PIPE DEFLECTION IN #63 POLY PIPE.

7. WATER SERVICE TO BE CONSTRUCTED IN ACCORDANCE WITH MACKAY COUNCIL STD.
DWG. A3-00840 TYPICAL SECTION WITH MAIN UNDER CONCRETE FOOTPATH. CAPPED
END OF 32 DIA POLY TO TERMINATE 300MM BELOW GROUND LEVEL, WITH A WATER
MARKER CONNECTED TO THE END AND ATTACHED TG A 50x25mm HARDWOOD STAKE
600MM LONG INSTALLED 300mm TO MARK LOCATION,
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WATER NOTES
1,

ALL WATER MAINS TO BE LOCATED 1.8m ALIGNMENT OFFSET FROM
PROPERTY BOUNDARIES UNLESS SHOWN OTHERWISE.

2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH TOWNSVILLE CITY
COUNCIL STANDARD DRAWINGS (WATER).

3. ALL uPVC MAINS TO BE SERIES 2, PN16 TO AS/NZS 1477 RUBBER RING
JOINTED, WITH SOCKETED D.I.C.L. FITTINGS UNLESS NOTED OTHERWISE.

4. CONNECTION TO EXISTING WATER MAINS TG BE CARRIED OUT BY
TOWNSVILLE CITY COUNCIL AT THE CONTRACTOR'S COST.

5. CONTRACTOR TO VERIFY ALL UNDERGROUND SERVICES WITH THE
RELATIVE AUTHORITIES PRIOR TO ANY EXCAVATION.

6. WHERE REQUIRED uPVC WATER MAINS SHALL BE DIVERTED UNDER
STORMWATER LINES BY WAY OF 4x45° BENDS OR BY PIPE DEFLECTION IN
63 POLY PIPE.
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WATER NOTES
1,

ALL WATER MAINS TO BE LOCATED 1.8m ALIGNMENT OFFSET FROM
PROPERTY BOUNDARIES UNLESS SHOWN OTHERWISE.

2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH TOWNSVILLE CITY
COUNCIL STANDARD DRAWINGS (WATER).

3. ALL uPVC MAINS TO BE SERIES 2, PN16 TO AS/NZS 1477 RUBBER RING
JOINTED, WITH SOCKETED D.I.C.L. FITTINGS UNLESS NOTED OTHERWISE.

4. CONNECTION TO EXISTING WATER MAINS TG BE CARRIED OUT BY
TOWNSVILLE CITY COUNCIL AT THE CONTRACTOR'S COST.

5. CONTRACTOR TO VERIFY ALL UNDERGROUND SERVICES WITH THE
RELATIVE AUTHORITIES PRIOR TO ANY EXCAVATION.

6. WHERE REQUIRED uPVC WATER MAINS SHALL BE DIVERTED UNDER
STORMWATER LINES BY WAY OF 4x45° BENDS OR BY PIPE DEFLECTION IN
63 POLY PIPE.
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